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235-H Conference Room HVAC Supply Modification

Savannah River Site

Aiken/Aiken/South Carolina

The 235-H Conference Room (Room 121) current HVAC supply is inadequate when the room is at medium to full capacity. Replace the four 8"
diameter supply ducts coming off the main supply header with 10" diameter supply ducts. Replace the four 8" diameter dampers with four 10"
diameter dampers. Replace the four 8" diameter neck diffusers with four 10" diameter neck wax motor diffusers.

B2.1 - Workplace enhancements
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